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Notice to all Buyers and Sellers
regarding Defects

A recent Wisconsin statute requires that the inspector use the term defect in describing certain conditions. The statute
includes a specific definition of the term defect. If this inspection relates to a Purchase Contract (accepted offer to
purchase), it is likely that the Purchase Contract uses a definition of the term defect that is materially different from the
definition in the inspection statute.

As your home inspector | express no opinion as to whether any condition referred to in the inspection report constitutes a
defect as defined in any Purchase Contract.

If you have questions about these different definitions of defect or how any condition described in the inspection report
affects the rights and obligations of buyers and sellers under your Purchase Contract, please consult your realtor or your
attorney.

Priority Maintenance Items

Roofing

SLOPED ROOFING \ Metal

Condition: « Leak

The roof of the 3 season room leaks. This will need to be resealed.
Implication(s): Chance of water damage to structure, finishes and contents

1. Leak 2. Leak

SLOPED ROOFING \ Composition shingles
Condition: « Moss visible on shingles
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3. Moss, mildew, etc.

SLOPED ROOF FLASHINGS \ Chimney flashings

Condition: « Chimney being rebuilt. New flashed should be installed. Remove old flashing.

4. Old flashing

Exterior

ROOF DRAINAGE \ Gutters
Condition: « Missing
missing gutter on the dormer for the second floor room. They should be installed to prevent splash on wood siding. Help

to prevent wood rot.
Implication(s): Chance of water damage to structure, finishes and contents

Task: Replacement
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Condition: e Dirty/debris

5. Missing gutters

Debris from chimney rebuilt in gutters. This needs to be fully removed.
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6. Dirty/debris

Condition: « No kick-out flashing

There is no kickout flashing where there should be. Also the gutter on the roof will trap water under the second floor
overhang. Potential for wood rot.

Task: Defect - Repair Maintenance Item

7. No kick-out flashing 8. No kick-out flashing
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9. No kick-out flashing

10. No kick-out flashing

ROOF DRAINAGE \ Downspouts

Condition: « Discharge onto roofs

Implication(s): Chance of water damage to structure, finishes and contents
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11. Discharge onto roofs 12. Discharge onto roofs

Condition: « Downspout discharges on sidewalk. This needs to be corrected.
Down spouts draining on sidewalk is a trip hazard.
Task: Defect - Safety Issue

13. Downspout discharges on sidewalk. This...

WALLS \ General notes
Condition: « Animal damage

Condition: « Wood rot

Condition: e Visible insulation on right side of home below the second story. This should be properly covered with wood.
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14. Steel wool being used to prevent animal entry

15. Visible insulation

16. Visible insulation

Condition: « Animal damage
Animals have chewn through the wood on the 3 season room. This will need to be corrected.
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17. Animal damage

Condition: « Wood rot
Wood rot visible on 3 season room.
Task: Defect - Repair Maintenance Item

18. Wood rot 19. Wood rot
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20. Wood rot

WALLS \ Wood siding

21. Wood rot

Condition: « The bottom few inches of the wood siding on the second story is rotting due to age and lack of maintenance.
Task: Defect - Repair Maintenance Item

22. High moisture in siding

23. High moisture in siding

Providing exceptional service for every client - every time
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24. High moisture in siding 25. High moisture in siding

EXTERIOR GLASS/WINDOWS \ General notes

Condition: e Limestone sill
The window sills need to be properly mortared to the home. The current mortar is cracking which will allow water to

penetrate behind the brick and cause future damage.

26. Limestone sill 27. Limestone sill
EXTERIOR GLASS/WINDOWS \ Sashes

Condition: « Loose fit
The left sash open is to large and the window will slip and not engage when lifting.

Page 10 of 108
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Implication(s): Chance of water entering building | Increased heating and cooling costs | Reduced comfort
Task: Safety Issue

28. Loose fit

EXTERIOR GLASS/WINDOWS \ Frames

Condition: « Rot

The sill of the window is completely rotten and will need to be replaced.
Implication(s): Material deterioration

Task: Defect - Repair Maintenance Item

29. Rotting window sill

PORCHES, DECKS, STAIRS, PATIOS AND BALCONIES \ Handrails and guards
Condition: « Spindles (balusters) too far apart

Implication(s): Fall hazard
Task: Defect - Safety Issue

Providing exceptional service for every client - every time
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30. Spindles (balusters) too far apart 31. Spindles (balusters) too far apart
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32. Spindles (balusters) too far apart 33. Spindles (balusters) too far apart

LANDSCAPING \ General notes
Condition: « Trees to close to house. Trim back.

34. Trees to close to house. Trim back. 35. Trees to close to house. Trim back.
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36. Trees to close to house. Trim back. 37. Trees to close to house. Trim back.

38. Trees to close to house. Trim back.

LANDSCAPING \ Walkway

Condition: « Improper slope or drainage

The walkway from the driveway to the front door has dropped, sagged and improperly sloped. This will need to be
addressed as additional water is penetrating the foundation and is visible on the interior of the home.
Implication(s): Chance of water damage to structure, finishes and contents
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39. Improper slope or drainage 40. Improper slope or drainage
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41. Improper slope or drainage 42. Improper slope or drainage
43. Improper slope or drainage 44. Improper slope or drainage
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45. Improper slope or drainage

LANDSCAPING \ Patios
Condition: « Improper slope or drainage
The concrete patio in the back slopes towards the foundation as well as the steps and walk that comes from the garage.

This will need to be mud-jacked or removed and replaced.
Implication(s): Chance of water damage to structure, finishes and contents
Task: Defect - Repair Maintenance Item

46. Improper slope or drainage 47. Improper slope or drainage
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48. Improper slope or drainage 49. Improper slope or drainage

50. Improper slope or drainage

GARAGE \ Vehicle door operators
Condition: - Wall switch shuts power to opener because it is not on a dedicated outlet. This will need to be corrected.
Task: Defect - Safety Issue

Condition: « Sensors missing
Task: Defect - Safety Issue
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Structure

FOUNDATIONS \ General notes
Condition: « Visible water on foundation wall.

51. moisture on foundation wall 52.

Condition: « Dirt floor in crawl space

Condition: « Dirt floor in crawl space

The dirt floor will need to be corrected due to the high radon levels in basement.
Task: Defect - Safety Issue

53. Dirt floor in crawl space

FLOORS \ Columns or piers
Condition: « Improper support
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Condition: « Improper support
Cement block on unstable soil used for supports. Remove and correct by a licensed contractor.

Task: Defect-improper repair

54. Improper support

55. Improper support

56. Improper support
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Electrical

DISTRIBUTION SYSTEM \ Wiring - installation
Condition: « Garage door opens needs dedicated outlet

Task: Defect - Safety Issue

57. Open needs own outlet

Condition: - Unprofessional work. Consult licensed electrician to correct issues.

58. Unprofessional work. Consult licensed... 59. Unprofessional work. Consult licensed...
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Heating

CHIMNEY AND VENT \ Masonry chimney

Condition: « Being rebuilt. The visible flue needs attention. Also the clay liner below the new one is cracked and should
be replaced. A flue liner is also needed for the water heater and will need to be installed.

Task: Defect - improper repair

60. Chimney rebuild 61. Poor flue repair

62. Chimney rebuild

63.
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64.

Insulation and Ventilation

ATTIC/ROQOF \ Hatch/Door

Condition: « Not weatherstripped
Implication(s): Chance of condensation damage to finishes and/or structure | Increased heating and cooling costs
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ATTIC/ROOF \ Roof vents
Condition: « Missing baffles

Condition: « Missing baffles

The attic is not properly breathing. Not enough intake air in to the attic. Installed baffles at the soffit vents.

65. Not weatherstripped

Providing exceptional service for every client - every time
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66. Missing baffles 67. Missing baffles

68. Missing baffles

Plumbing

WATER HEATER \ General notes
Condition: « Corrosion at valve. Leaking and should be replaced.
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69. Leaking valve

70. Leaking valve

72. Leaking valve

71.
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73.
WASTE PLUMBING \ Drain piping - installation

Condition: « Nonstandard materials and patches

Correct by licensed plumber

Implication(s): Chance of water damage to structure, finishes and contents | Sewage entering the building
Task: Defect- improper installation

74. Nonstandard materials and patches

Condition: « Cast iron main stack

The lead joints on the main stack are not properly sealing the pipe. Water is able to get outside the pipe. Re-seal joints
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of main stack.

75. Cast iron main stack 76. Cast iron main stack

77. Cast iron main stack

WASTE PLUMBING \ Venting system
Condition: « Poor location for vent stack. Should replaced rubber boot as the repairs to rubber gasket are excessive.
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78. Vent stack

FIXTURES AND FAUCETS \ Basin, sink and laundry tub
Condition: « Missing back flow preventor

79. Missing back flow preventor

EIXTURES AND FAUCETS \ Toilet
Condition: » Handle damage
The toilet handle in the 1/2 bath on first floor needs to be replaced as it is damaged and does not properly flush.
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80. Handle damage

Interior

APPLIANCES \ Dishwasher

Condition: « Air gap issues

The air gap for the dish washer is not properly installed. Correct by licensed plumber.
Task: Defect - Safety Issue

81. Air gap issues

APPLIANCES \ Washing machine

Condition: « Missing stand pipe

Laundry tub upgrade required a wash machine stand pipe be installed. This is missing and washer should not discharge
in tub.
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82. Missing stand pipe

83. Missing stand pipe

This summary page is provided for convenience and is not a substitute for reading the entire report and should not be
relied upon as the complete list for the client's reference.

For the purposes of the report, Defect, as defined in section 440.97 (2m), Wis. Stats., means: A condition of any
component of an improvement that a home inspector determines, on the basis of the home inspector's judgment on the
day of an inspection, would significantly impair the health or safety of occupants of a property or that, if not repaired,
removed, or replaced, would significantly shorten or adversely affect the expected normal life of the component of the
improvement.

The contract of sale may define Defect to also include a condition that would have a significant adverse effect on the
value of the property, but such a condition may not be labeled a defect in the report unless it meets the definition in

section 440.97 (2m), Wis. Stats.

A home inspector may not report on the market value or marketability of a property or whether a property should or
should not be purchased.

This concludes the Summary section.

The remainder of the report describes each of the home's systems and also details any recommendations we have for
improvements. Limitations that restricted our inspection are included as well.

The suggested time frames for completing recommendations are based on the limited information available during a
pre-purchase home inspection. These may have to be adjusted based on the findings of specialists.

Home Improvement - ballpark costs
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Observations and Recommendations
SLOPED ROOFING \ Metal
1. Condition: « Leak

The roof of the 3 season room leaks. This will need to be resealed.
Implication(s): Chance of water damage to structure, finishes and contents

84. Leak 85. Leak

SLOPED ROOFING \ Composition shingles
2. Condition: « Granule loss

Implication(s): Shortened life expectancy of material

3. Condition: « Moss visible on shingles

86. Moss, mildew, etc.

SLOPED ROOF FLASHINGS \ Chimney flashings
4. Condition: « Chimney being rebuilt. New flashed should be installed. Remove old flashing.
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87. Old flashing

General Information

The home is considered to face: « North
Sloped roofing material: « Architectural shingles
Sloped roof flashing material: « Aluminum
Probability of leakage: - Low

Typical life expectancy: - 25-30 years

Inspection Methods & Limitations

Roof inspection limited/prevented by: « Wet roof surface hides flaws

Inspection performed: « By walking on roof
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Observations and Recommendations

ROOF DRAINAGE \ Gutters

5. Condition: « Missing

missing gutter on the dormer for the second floor room. They should be installed to prevent splash on wood siding. Help
to prevent wood rot.

Implication(s): Chance of water damage to structure, finishes and contents

Task: Replacement

88. Missing gutters
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6. Condition: « Dirty/debris
Debris from chimney rebuilt in gutters. This needs to be fully removed.

89. Dirty/debris

7. Condition: « No kick-out flashing

There is no kickout flashing where there should be. Also the gutter on the roof will trap water under the second floor
overhang. Potential for wood rot.

Task: Defect - Repair Maintenance Item

90. No kick-out flashing 91. No kick-out flashing
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92. No kick-out flashing

93. No kick-out flashing

ROOF DRAINAGE \ Downspouts

8. Condition: « Discharge onto roofs
Implication(s): Chance of water damage to structure, finishes and contents

Providing exceptional service for every client - every time
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94. Discharge onto roofs 95. Discharge onto roofs

9. Condition: « Should discharge 6 feet from building
Implication(s): Chance of water damage to structure, finishes and contents
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10. Condition: « Downspout discharges on sidewalk. This needs to be corrected.
Down spouts draining on sidewalk is a trip hazard.
Task: Defect - Safety Issue

96. Downspout discharges on sidewalk. This...

WALLS \ General notes
11. Condition: « Animal damage
Animals have chewn through the wood on the 3 season room. This will need to be corrected.
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97. Animal damage

12. Condition: « Wood rot
Wood rot visible on 3 season room.
Task: Defect - Repair Maintenance Item

98. Wood rot 99. Wood rot
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100. Wood rot

101. Wood rot

13. Condition: « Animal damage

14. Condition: « Wood rot

wood.

15. Condition: e Visible insulation on right side of home below the second story. This should be properly covered with

102. Steel wool being used to prevent animal entry

103. Visible insulation

Providing exceptional service for every client - every time
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WALLS \ Wood siding

maintenance.

104. Visible insulation

16. Condition: « The bottom few inches of the wood siding on the second story is rotting due to age and lack of

Task: Defect - Repair Maintenance Item

105. High moisture in siding

106. High moisture in siding

Providing exceptional service for every client - every time
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107. High moisture in siding 108. High moisture in siding

EXTERIOR GLASS/WINDOWS \ General notes
17. Condition: e Limestone sill

The window sills need to be properly mortared to the home. The current mortar is cracking which will allow water to
penetrate behind the brick and cause future damage.

109. Limestone sill 108. Limestone sill

EXTERIOR GLASS/WINDOWS \ Sashes
18. Condition: e Loose fit

The left sash open is to large and the window will slip and not engage when lifting.

Providing exceptional service for every client - every time Page 43 of 108




EXTERIOR

Report No. 1420

2222 Sunnyslope Rd, Mequon, Wl July 7, 2023 www.1stchoiceinspectionwi.com

Implication(s): Chance of water entering building | Increased heating and cooling costs | Reduced comfort
Task: Safety Issue

111. Loose fit

EXTERIOR GLASS/WINDOWS \ Frames

19. Condition: « Rot

The sill of the window is completely rotten and will need to be replaced.
Implication(s): Material deterioration

Task: Defect - Repair Maintenance Item

112. Rotting window sill

PORCHES, DECKS, STAIRS, PATIOS AND BALCONIES \ Handrails and guards
20. Condition: « Spindles (balusters) too far apart

Implication(s): Fall hazard
Task: Defect - Safety Issue

Providing exceptional service for every client - every time
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113. Spindles (balusters) too far apart 114. Spindles (balusters) too far apart
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115. Spindles (balusters) too far apart 108. Spindles (balusters) too far apart

LANDSCAPING \ General notes
21. Condition: « Trees to close to house. Trim back.

117. Trees to close to house. Trim back. 118. Trees to close to house. Trim back.
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119. Trees to close to house. Trim back. 120. Trees to close to house. Trim back.

121. Trees to close to house. Trim back.

22. Condition: « Shrubs to close to home
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123. Shrubs to close to home

122. Shrubs to close to home

LANDSCAPING \ Walkway
23. Condition: « Improper slope or drainage
The walkway from the driveway to the front door has dropped, sagged and improperly sloped. This will need to be

addressed as additional water is penetrating the foundation and is visible on the interior of the home.
Implication(s): Chance of water damage to structure, finishes and contents
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124. Improper slope or drainage 125. Improper slope or drainage
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126. Improper slope or drainage 127. Improper slope or drainage
128. Improper slope or drainage 129. Improper slope or drainage
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130. Improper slope or drainage

LANDSCAPING \ Patios
24. Condition: « Improper slope or drainage
The concrete patio in the back slopes towards the foundation as well as the steps and walk that comes from the garage.

This will need to be mud-jacked or removed and replaced.
Implication(s): Chance of water damage to structure, finishes and contents
Task: Defect - Repair Maintenance Item

131. Improper slope or drainage 132. Improper slope or drainage
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133. Improper slope or drainage 134. Improper slope or drainage

135. Improper slope or drainage

25. Condition: « Uneven (trip hazard)
Implication(s): Physical injury

26. Condition: « Unsealed gap at building
Implication(s): Chance of water damage to structure, finishes and contents

GARAGE \ Vehicle door operators
27. Condition: « Sensors missing

Task: Defect - Safety Issue

28. Condition: « Wall switch shuts power to opener because it is not on a dedicated outlet. This will need to be
corrected.
Task: Defect - Safety Issue
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General Information

General: « Window wells should have at least 18" of stone in them.
Gutter & downspout material: « Aluminum

Gutter & downspout type: « Eave mounted

Downspout discharge: « Above grade

Lot slope: « Towards building

Soffit (underside of eaves) and fascia (front edge of eaves): « Wood
Wall surfaces and trim: « Brick « Wood

Retaining wall: « No retaining wall

Driveway: « Concrete

Walkway: « Concrete

Deck: « No deck

Porch: « Concrete

Exterior steps: « No Steps

Balcony: « No balcony

Patio: « Concrete

Fence: « No fence

Garage: - Attached

Providing exceptional service for every client - every time Page 54 of 108




2222 Sunnyslope Rd, Mequon, Wl July 7, 2023 www.1stchoiceinspectionwi.com

Observations and Recommendations

FOUNDATIONS \ General notes
29. Condition: « Dirt floor in crawl space

The dirt floor will need to be corrected due to the high radon levels in basement.
Task: Defect - Safety Issue

136. Dirt floor in crawl space

30. Condition: « Visible water on foundation wall.

137. moisture on foundation wall 138.
31. Condition: « Dirt floor in crawl space

FLOORS \ Columns or piers
32. Condition: « Improper support

Cement block on unstable soil used for supports. Remove and correct by a licensed contractor.
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Task: Defect-improper repair

139. Improper support

140. Improper support

141. Improper support

33. Condition:  Improper support
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General Information

Configuration: « Basement » Crawlspace
Foundation material: « Masonry block
Floor construction: « Joists

Exterior wall construction: « Wood frame

Roof and ceiling framing: - Rafters

Inspection Methods & Limitations

Percent of foundation not visible: «5 %

Not included as part of a building inspection: « An opinion about the adequacy of structural components
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DISTRIBUTION SYSTEM \ Wiring - installation

34. Condition: « Unprofessional work. Consult licensed electrician to correct issues.

142. Unprofessional work. Consult licensed... 143. Unprofessional work. Consult licensed...

35. Condition: « Garage door opens needs dedicated outlet
Task: Defect - Safety Issue

144. Open needs own outlet
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Service entrance cable and location:
» Overhead copper

145. Overhead copper

Service size: « 200 Amps (240 Volts)
Main disconnect/service box rating: « 200 Amps

Main disconnect/service box type and location: « Breakers - basement

System grounding material and type:

» Copper - water pipe and ground rod
» Copper - water pipe
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146. Copper - water pipe

Electrical panel manufacturers: « Square D

Number of circuits installed:
«19

147.19

Distribution wire (conductor) material and type: « Copper - non-metallic sheathed « Copper - conduit « Aluminum -
metallic sheathed

Type and number of outlets (receptacles): « Grounded - typical
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Circuit interrupters: Ground Fault (GFCI) & Arc Fault (AFCI): « GECI - garage

Smoke alarms (detectors): « Present

Carbon monoxide (CO) alarms (detectors): « None noted

System ground:  Continuity not verified « Quality of ground not determined

Circuit labels: « The accuracy of the circuit index (labels) was not verified.
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Observations and Recommendations

GAS FURNACE \ Ducts, reqgisters and grilles

36. Condition: e Dirty

Vents in basement need attention. The vent in the crawl space has excessive debris on the grill.
Implication(s): Increased heating and cooling costs | Reduced comfort

Task: Defect - Repair Maintenance Item

148. Dirty vent

37. Condition: e Insulation missing, damaged
Implication(s): Increased heating costs | Reduced comfort

38. Condition: « Ducts should be cleaned.

CHIMNEY AND VENT \ Masonry chimney
39. Condition: « Being rebuilt. The visible flue needs attention. Also the clay liner below the new one is cracked and

should be replaced. A flue liner is also needed for the water heater and will need to be installed.
Task: Defect - improper repair
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149. Chimney rebuild

150. Poor flue repair

151. Chimney rebuild

152.
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153.

FIREPLACE \ Firebox

40. Condition: « Deteriorated, missing or loose masonry or mortar
Implication(s): Hazardous combustion products entering home | Fire hazard

154. Deteriorated, missing or loose masontry or...
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General Information

System type: « Eurnace
Fuel/energy source: « Gas

Furnace manufacturer:
« Armstrong Air-ease
Model number: AR74SMV090C15S Serial number: 5918G18411

156. Armstrong Air-ease

155. Armstrong Air-ease

Heat distribution: « Ducts and registers
Approximate capacity: « 88,000 btu
Efficiency:

« High-efficiency
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157. High-efficiency

Exhaust venting method: - Induced draft

Combustion air source: « Outside

Approximate age: « 3 years

Typical life expectancy: « Furnace (high efficiency) 15 to 20 years
Main fuel shut off at: « Basement

Failure probability: « Low

Supply temperature: « 100°

Return temperature: « 70°

Temperature difference: « 30

Air filter:
16" x 25"
16x25x1
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158. 16" x 25"

Exhaust pipe (vent connector): « PVC plastic

Fireplace/stove:
» Wood-burning fireplace

159. Wood-burning fireplace

Chimney/vent: « Masonry
Chimney liner: « Clay
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Humidifiers: « None

Mechanical ventilation system for building: « None

Location of the thermostat for the heating system: « Hallway
Ancillary components: « Programmable thermostat

Condensate system: « Condensate Pump

Inspection Methods & Limitations

Safety devices: - Not tested as part of a building inspection
Heat loss calculations: « Not done as part of a building inspection
Heat exchanger: « Not visible « Not accessible

Not included as part of a building inspection: e Interiors of vent systems, flues, and chimneys - Heat exchangers -
Fireplace screens and doors « Fireplace seals and gaskets
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General Information

Air conditioning type: « Air cooled

Manufacturer:

« Luxaire

Luxaire

Model number; TC3B4223SA Serial number: W2F0898235

160. Luxaire

161. Luxaire

Cooling capacity: « 24,000 BTU/hr

Compressor type: « Electric
Compressor approximate age: « 1 year
Typical life expectancy: « 10 to 15 years
Failure probability:  Low

Refrigerant type: « R-410A

Condensate system: e blank note
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162.

Inspection Methods & Limitations

Inspection limited/prevented by: « Cannot verify proper operation of air filter « Cannot verify effectiveness of air filter

Not part of a home inspection: « Home inspectors cannot typically access or inspect the indoor coil « Home inspectors
do not verify that the size of the indoor coil matches the outdoor coil

Not included as part of a building inspection: « Cooling system adequacy « Cooling system distribution balance

Providing exceptional service for every client - every time Page 70 of 108




Report No. 1420

www.1stchoiceinspectionwi.com

INSULATION AND VENTILATION
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Observations and Recommendations

ATTIC/ROOF \ Hatch/Door

41. Condition: « Not weatherstripped
Implication(s): Chance of condensation damage to finishes and/or structure | Increased heating and cooling costs

163. Not weatherstripped

ATTIC/ROOF \ Roof vents
42. Condition:  Missing baffles
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The attic is not properly breathing. Not enough intake air in to the attic. Installed baffles at the soffit vents.

164. Missing baffles 165. Missing baffles

166. Missing baffles

43. Condition: « Missing baffles

General Information

Attic/roof insulation material: « Glass fiber « Mineral wool (rock wool
Attic/roof insulation amount/value: « R-40
Attic/roof air/vapor barrier: « None found

Attic/roof ventilation:
« Roof and soffit vents
 Ridge vent
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« Power ventilator

167. Power ventilator

Mechanical ventilation system for building: « None

Inspection Methods & Limitations

Attic inspection performed: « From access hatch
Roof ventilation system performance: - Not evaluated
Air/vapor barrier system: « Continuity not verified

Mechanical ventilation effectiveness: « Not verified
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WATER HEATER \ General notes
44. Condition: « Corrosion at valve. Leaking and should be replaced.

www.1stchoiceinspectionwi.com

168. Leaking valve 169. Leaking valve

171. Leaking valve

170.
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172.
WASTE PLUMBING \ Drain piping - installation

45, Condition: « Nonstandard materials and patches
Correct by licensed plumber

Implication(s): Chance of water damage to structure, finishes and contents | Sewage entering the building
Task: Defect- improper installation

173. Nonstandard materials and patches

46. Condition: « Castiron main stack
The lead joints on the main stack are not properly sealing the pipe. Water is able to get outside the pipe. Re-seal joints
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of main stack.

174. Cast iron main stack 175. Cast iron main stack

176. Cast iron main stack

WASTE PLUMBING \ Venting system
47. Condition: « Poor location for vent stack. Should replaced rubber boot as the repairs to rubber gasket are excessive.
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177. Vent stack

FIXTURES AND FAUCETS \ Basin, sink and laundry tub
48. Condition: « Missing back flow preventor

178. Missing back flow preventor

EIXTURES AND FAUCETS \ Toilet
49. Condition: « Handle damage
The toilet handle in the 1/2 bath on first floor needs to be replaced as it is damaged and does not properly flush.

Providing exceptional service for every client - every time Page 77 of 108




PLUMB'NG Report No. 1420
2222 Sunnyslope Rd, Mequon, Wl July 7, 2023 www.1stchoiceinspectionwi.com

179. Handle damage

General Information

Water supply source (based on observed evidence):
« Public

180. Public
« Private
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181. Private well

Service piping into building: « Galvanized steel
Supply piping in building: « Copper

Main water shut off valve at the: « Basement

Water flow and pressure: « Functional

Water heater type: « Conventional

Water heater location: « Basement

Water heater fuel/energy source: « Gas

Water heater exhaust venting method: « Induced draft

Water heater manufacturer:

* Kenmore

Kenmore

Model number: 153579400 Serial number: 1713105573597
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183. Kenmore

182. Kenmore

Water heater tank capacity: « 40 gallons

Water heater approximate age: - 4 years

Water heater typical life expectancy: « 8 to 12 years
Water heater failure probability:  Low

Hot water temperature (Generally accepted safe temp. is 120° F): « 120° F

Waste disposal system: « Public
Waste and vent piping in building:
» PVC plastic
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184. PVC plastic
« Castiron

Pumps: « Sump pump
Floor drain location: « Near laundry area

Water treatment system:
« Water softener
Kenmore

185. Water softener
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Gas piping: « Steel
Main fuel shut off valve at the: « Basement

Backwater valve:
« Not present

186. Not present

Exterior hose bibb (outdoor faucet): « Present

Inspection Methods & Limitations

Items excluded from a building inspection: « Well « Water quality « Isolating/relief valves & main shut-off valve «
Concealed plumbing - Tub/sink overflows « Water treatment equipment - Water heater relief valves are not tested
The performance of floor drains or clothes washing machine drains

Not included as part of a building inspection: « Washing machine connections « Not readiliy accessible interiors of
vent systems, flues, and chimneys « Wells, well pumps, and water storage related equipment « Water conditioning
systems

Providing exceptional service for every client - every time Page 82 of 108




















































































